
The following pieces of equipment either have no recommendation or have not been tested and may be overdue for routine monitoring:

Bldg 6 Bank 305 /
Bank 305

PCL6727-0101 1 11/09/12 Transformer / 
Oil

1500 167         QU     Non-PCB 12/08/10 No Recommendation

Bldg 6 Sub /
Bank 306

PCL6728-0101 2 11/09/12 Transformer / 
Oil

1000 225         QU     Non-PCB 12/08/10 No Recommendation

Bldg 6 Sub /
Bank 301

PCL6726-0101 3 11/09/12 Transformer / 
Oil

2000 403         AC     Non-PCB 12/08/10 No Recommendation

Bldg 6 Sub /
Bank 302

PCL6729-0101 4 11/09/12 Transformer / 
Oil

2000 404         AC     Non-PCB 12/08/10 No Recommendation

Bldg 6 /
Bank 307

SBT7681-0101 5 11/09/12 Transformer / 
Oil

2000 442         QU     Non-PCB 12/08/10 No Recommendation

Bldg. 6 /
Bank 304

PCL6726-0102 6 11/09/12 Transformer / 
Oil

2000 403         QU     Non-PCB 12/08/10 No Recommendation

Bldg 6 Sub /
Bank 303

PCL6729-0102 7 11/09/12 Transformer / 
Oil

2000 404         QU     Non-PCB 12/08/10 No Recommendation

Bldg. 70 /
Bank 30

PAT5202-0101 11 11/09/12 Transformer / 
Oil

500 129         AC     Non-PCB 12/08/10 No Recommendation

Bldg 70 /
Bank 70

70702 12 11/09/12 Transformer / 
Oil

750 219         AC     Non-PCB 12/08/10 No Recommendation

Bldg 70a /
Bank 31

108512 13 11/09/12 Transformer / 
Oil

750 360         AC     Non-PCB 12/08/10 No Recommendation

Bldg 50 Sub /
Bank 25

R275173A 16 11/09/12 Transformer / 
Oil

500 124         AC     Non-PCB 01/14/11 No Recommendation

Bldg 58 /
Bank 158

8140-60 17 11/09/12 Transformer / 
Oil

2500 680         QU     Non-PCB 12/08/10 No Recommendation

Bldg 58 /
Bank 36

PYA-0040 18 11/09/12 Transformer / 
Oil

1500 350         AC     Non-PCB 12/08/10 No Recommendation

Bldg 90 /
Bank 90

440750A003-4477 24 11/09/12 Transformer / 
Oil

750 200         AC     Non-PCB 12/08/10 No Recommendation

Bldg 16 Sub /
Bank 10

4811410 25 11/09/12 Transformer / 
Oil

3000 1130         AC     Non-PCB 01/14/11 No Recommendation

Bldg 37a Sub /
Bank 218

PCT 2229-0101 29 11/09/12 Transformer / 
Oil

2000 178         AC     Non-PCB 01/14/11 No Recommendation

Bldg 69 Sub /
Bank 217

0325401001 30 11/09/12 Transformer / 
Oil

1500 285         AC     Non-PCB 01/14/11 No Recommendation

Bldg 77 Sub /
Bank 72

PAT2306-0101 31 11/09/12 Transformer / 
Oil

2000 428         AC     Non-PCB 01/14/11 No Recommendation

Bldg 66 /
Bank 215

PDT1980-0101 32 11/09/12 Transformer / 
Oil

1500 199         AC     Non-PCB 12/08/10 No Recommendation

Bldg 27 Sub 17646 34 11/09/12 Rectifier / 
Oil

0 170         QU     Non-PCB 01/14/11 No Recommendation

Bldg 6 /
Upper Pan/419

1 35 11/09/12 Rectifier / 
Oil

0 1113         AC     Non-PCB 12/08/10 No Recommendation

Bldg 88 /
Ge 60

7595-60 36 11/09/12 Rectifier / 
Oil

585 536         AC     Non-PCB 12/08/10 No Recommendation

Bldg 88 /
Bank 81

155818 37 11/09/12 Transformer / 
Oil

167 80         AC     Non-PCB 12/08/10 No Recommendation

Bldg 88 /
Bank 81-b

155949 38 11/09/12 Transformer / 
Oil

250 98         AC     Non-PCB 12/08/10 No Recommendation
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Bldg 88 /
Bank 81-c

155819 39 11/09/12 Transformer / 
Oil

167 80         AC     Non-PCB 12/08/10 No Recommendation

Bldg 88 /
Ge 100

9018 40 11/09/12 Transformer / 
Oil

131 150         AC     Non-PCB 12/08/10 No Recommendation

Bldg 88 /
Ge- O (Spare)

9638060 41 11/09/12 Transformer / 
Oil

500 430         AC     Non-PCB 12/08/10 No Recommendation

Bldg 88 /
Gto

9638059 42 11/09/12 Rectifier / 
Oil

500 430         AC     Non-PCB 12/08/10 No Recommendation

Bldg 88 /
Ge 20

43 11/09/12 Rectifier / 
Oil

0 405         AC     Non-PCB 12/08/10 No Recommendation

Bldg 88 /
Ge-10  Rv-1-88

6639609 44 11/09/12 Regulating 
Transformer / 

Oil

2800 1140         AC     Non-PCB 12/08/10 No Recommendation

Bldg 88 /
Rv-1-88

6639609 45 11/09/12 Step Volt. 
Regulator / 

Oil

0 165         AC     Non-PCB 12/08/10 No Recommendation

Bldg 88 /
Rv-1-88

6639609 46 11/09/12 Step Volt. 
Regulator / 

Oil

0 175         AC     Non-PCB 12/08/10 No Recommendation

Bldg. 88 /
Bank 198

1088032 47 11/09/12 Transformer / 
Oil

2000 274         AC     Non-PCB 12/08/10 No Recommendation

Grizzly Sub /
Bank 1-a

A3533T 48 11/09/12 Transformer / 
Oil

10000 2700         AC     Non-PCB 12/08/10 No Recommendation

Grizzly Sub /
Bank 1-b

A3535T 49 11/09/12 Transformer / 
Oil

10000 2700         AC     Non-PCB 12/08/10 No Recommendation

Grizzly Sub /
Bank 1-c

A3534T 50 11/09/12 Transformer / 
Oil

10000 270         AC     Non-PCB 12/08/10 No Recommendation

Grizzly Sub /
Bank-1 Spare

A3532T 51 11/09/12 Transformer / 
Oil

10000 2700         AC     Non-PCB 12/08/10 No Recommendation

Bldg. 6 /
Ro6- 3007

9896-01-1 56 11/09/12 Transformer / 
Oil

0 230         AC     Non-PCB 12/08/10 No Recommendation

Bldg 6 /
Bank 356

88V3923 57 11/09/12 Transformer / 
Silicone

750 250               Non-PCB 12/08/10 No Recommendation

Bldg 6 /
Bank 365

890921 - A1 58 11/09/12 Cabinet Xfrmr / 
Silicone

1000 305               Non-PCB 12/08/10 No Recommendation

Grizzly Sub F75440410 59 11/09/12 Transformer / 
FR3

30000 5865               Non-PCB 12/08/10 No Recommendation

Bldg 50-a /
Bank 35

PAT5227-0101 60 11/09/12 Transformer / 
Silicone

1000 412               Non-PCB 12/08/10 No Recommendation

Bldg 50-b /
Bank 38

8840 61 11/09/12 Transformer / 
Silicone

1000 190               Non-PCB 12/08/10 No Recommendation
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